The performance of a bench-scale submerged membrane bioreactor (MBR) equipped with ultrafiltration membranes (ZENON®) was investigated. The running of the plant consisted of 10 min cycles: a cycle included 9 min 45 sec of filtration and a 15 sec back flush cycle. Three different hydraulic retention times (HRT) were utilized (8.05, 11.71 and 15.27 h) at several different concentrations of MLSS. The pilot plant was located at the wastewater treatment plant of the city of Granada (Puente de los Vados, Granada, Spain).
Introduction
Although conventional activated sludge processes (CASPs) have established their efficiency in removing contamination from sewage water, technical developments require new technologies better adapted to the elimination of contaminants in order to attain a quality of effluent acceptable for direct reuse of the wastewater. The adaptability of membrane bioreactor (MBR) systems means they can adjust to previously established activated sludge plants, increasing the volume loading rate of the influent and/or the load that current treatment plants accommodate [1] . This could help growing municipalities to resolve the problem of the intake capacity of wastewater treatment plants becoming too small for the estimated population growth. Additionally, the space required for new plants applying the MBR systems would be much smaller than for an activated sludge plant. Moreover, this wastewater-treatment technology produces a permeate which is suitable for direct reuse.
Ever since research on MBR technology began over 30 years ago [2] , ultrafiltration has been considered as a possible alternative to sedimentation in the activated-sludge process, as first described by Smith et al. [3] . Since then the advance of the MBR technology has been notable, and today large companies commercialize membrane bioreactors with sheet membranes [4] .
The possibility of adapting existing plants to MBR technology offers the advantage of producing effluent of sufficient quality for direct reuse [5] , while the CASP approach requires tertiary filtration to produce water that can be directly reused [1] .
The reuse of treated wastewater is limited owing to the prevailing presence of pathogenic microorganisms. That is to say, even after physical and biological water treatment processes, pathogens -primarily of faecal origin -survive unharmed. Nevertheless, one of the most efficient pathogen-removal processes is the use of membrane filtration. In this respect, MBRs are capable of reducing the number of pathogens since the incorporated ultrafiltration membrane has the capacity to retain bacteria and some types of viruses.
Several studies have proved the efficiency of MBR systems equipped with microfiltration membranes in the removal of faecal coliforms [6] . Similarly, with regard to virus removal, studies have demonstrated an efficiency rate of 98% by microfiltration MBR systems [7] . These systems have also been shown to be effective at decreasing viruses detected in the biofilm formed on the membrane [8] .
The objective of the present study was to assess the effects of several working parameters (HRT, Temperature and MLSS concentration) on the quality of the effluent produced in an MBR plant equipped with ultrafiltration membranes.
Materials and methods

Membrane and bioreactor
The membrane (Zenon ® ) was composed of a polymer of polvinyl-difluoride (PVDF) containing an average pore size of 0.04µm. The membrane was neutrally charged and hydrophilic. To prevent fouling, membranes were periodically backwashed. The membrane configuration was from the outside to the inside of the hollow fibre: the filtrate passed to the interior of the fibre, leaving retained material on the outside. In this way, an effluent with higher suspended-solid (SS) concentrations could be obtained.
The main components of the system ( Figure 1 ) were: the 224 l bioreactor; a control panel; a pressure pump; an air pump to generate a tangential aeration current to the fibre in the membrane in order to avoid fouling, and a 25 l backwash tank. The filtrate and backwash processes were controlled directly from the control panel. The system also contained an air compressor to supply the air required to maintain oxic conditions of the biological aerobic processes. Diagram of the MBR pilot-scale plant used in the study.
The pilot plant was located at the wastewater treatment plant of the city of Granada (Puente de los Vados, Granada, Spain). The influent used in the pilot plant came from the primary settling tank of the wastewater-treatment plant; feed/input was controlled by a pressure pump for each membrane, located at the outlet. The system was equipped with a level control to ensure that the membranes were always covered with water, preventing them from drying or ripping. Additionally, a level indicator was installed to control the pressure pump.
Experimental procedure
Once the membranes were submerged, the aspiration of the pressure pump forced the liquid in the bioreactor to pass through the ultrafiltration membrane, leaving the retained solids in the bioreactor and thereby gradually increasing the MLSS concentration. When the desired concentration was achieved, the corresponding sludge vents were opened to maintain the specific conditions in www.witpress.com, ISSN 1743-3541 (on-line) the reactor. The membranes were continuously aerated with tangential air currents (3.66 m 3 h -1 m -2 ) to prevent any organic or inorganic solids from settling on their surface. A compressor provided the adequate aerobic conditions for the process. Dissolved oxygen (DO) was monitored and controlled using an oxygen electrode (Crisol OXI 320). The pressure pump inverted the flow regularly and sent the treated water inside the backwash tank towards membrane. In this way, aggregates and particles were removed from the surface of the membrane. Running of the plant consisted of 10-min cycles: one cycle included 9 min 45 sec of filtration and a 15 sec backwash cycle.
Sampling and analytical determinations
2.3.1 Physical and chemical determinations BOD 5 , COD, turbidity and solids in suspension (SS) were determined according to the APHA method [9] . The colour of the water samples was established by measuring filtered samples (0.45µm membrane pore size) at three different wavelengths: 436, 525 and 620 nm, in accordance with Spanish regulations [10] .
Microbial determination
Escherichia coli and phages of E. coli were selected as bacterial and viral indicators of faecal contamination (IFCs). For the quantitative analysis of faecal coliforms (E. coli), the membrane-filtration procedure was used, following Spanish regulations [11] . 10 ml water samples were filtered through a 0.45 µm membrane filter (Millipore) and placed in Petri dishes containing TBA medium. The Petri dishes were incubated at 37 ºC for 4 h and then incubated aerobically at 44.5 ºC for 20 h. After this incubation time one drop of Indol reagent was added to the colonies. Colonies with red colour were considered to be E. coli. The colony count for each site was calculated from the arithmetic mean of counts from three filter membranes (replicates of the same volume).
The presence of coliphages in the influent, bioreactor and permeate was investigated by means of the double-layer method [12] , using E. coli ATCC 13706 as the host strain. Water samples (10 ml) were filtered through 0.45 µm membrane filters (Millipore) to remove bacterial cells. The resulting filtrates were tested for phages. Erlenmeyer flasks containing 25 ml of TSA were steamed to liquefy the agar and adjusted to 44 ºC. The filtered-water sample to be tested was supplemented with solutions of 1 ml of CaCl 2 plus 1 ml of MgCl 2 , and 25 ml of the water was poured into each of four sterile Erlenmeyer flasks. Next, 1 ml of the culture which had been incubated overnight was added to each flask. The water sample and host culture of the indicator strain were sampled and then maintained at 44 ºC for 3 min, after which they were added to the flasks containing the TSA. The TSA was then poured in equal volumes into Petri dishes containing TSA as bottom layer, and allowed to solidify. Plates were incubated overnight at 37 ºC and lytic plaques were counted. Differences test (LSD-test) was used to measure differences between the selected strains for the various parameters analysed, both in the support material and in the effluent. The analysis of variance (ANOVA) was used to assess the homogeneity of variance, with a significance level of 5% (p<0.05).
Statistical analysis
Results and discussion
Three different HRT (8.05, 11.71 and 15.27 h) were utilized in the experiments. Under these working conditions, the temperature and the concentration of MLSS were modified in order to study the effect of these parameters on the elimination of COD, BOD and faecal indicators. Table 1 shows the different pilot plant working conditions. Values are means of 20 replications ± standard deviation. Table 2 shows BOD 5 and COD values in the influent and permeate in each experimental condition. Samples for these determinations were taken in the MBR system after 30 days from the start-up of the process, to ensure the stability of operational conditions in the pilot plant.
The results show that an increase in the HRT in the MBR system significantly decreases the BOD 5 values in the permeate, while process variables such as temperature and MLSS slightly improved the elimination of organic matter, although no significant differences were detected. Our data suggest that the microbial populations involved in the biodegradation of organic matter become more efficient after longer periods of HRT, probably as a consequence of an adaptation of the microbial biodiversity to the plant working conditions. In this context, previous studies have reported the significant influence of the HRT on the biodiversity in MBR systems working under different MLSS concentrations [13] .
E. coli and coliphages were not detected in the permeate in any of the working conditions utilized in the present experiments. Clearly, the ultrafiltration www.witpress.com, ISSN 1743-3541 (on-line) membrane was able to remove bacteria and viruses present in the influent and consequently the permeate was free of these microbial indicators. Similar results have been reported by previous studies [14] [15] [16] . According to Ueda and Horan [17] , this high level of performance in microbial elimination is due to three different mechanisms. The first mechanism is physical, namely the pore size of the membrane; the second is chemical, namely the adsorption of the microbial indicators by the biofilm formed in the membrane; and the third is a biological component, as a result of the predation of bacteria by other microorganisms. Finally, no turbidity was detected in the permeate obtained from the MBR systems under the different working conditions (HRT, temperature and MLSS concentration). However, in all the experiments a residual colour was detected in the permeate, showing that the ultrafiltration membrane cannot completely remove the colour of the treated urban wastewater.
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Conclusions
Under real working conditions, the effects of HRT, MLSS and Temperature were studied in an MBR system equipped with ultrafiltration membranes. The data obtained in our experiments suggest the following conclusions:
1) An increase in HRT significantly decreases the BOD 5 values detected in the permeates. However, the biodegradation of organic matter was not significantly affected by Temperature and MLSS concentrations. 2) Microbial indicators such as E. coli and coliphages were eliminated by the ultrafiltration membrane under all the experiment conditions assayed. However, a small fraction of colour was detected in the permeate. 3) Turbidity was not detected in the permeate produced by the MBR systems under different HRT, Temperature and MLSS concentrations.
